
CIP Report
Mixing Tank 1 - CIP ID:

Start Time: 3/2/2015 06:39:20 AM Conductivity SP: 1.5 % Wash Type: Full Wash

End Time: 3/2/2015 06:44:42 AM Flow Rate SP: 155.0 gpm Stepped: No

Duration: 0:05:22 Return Temp. SP: 190.0 °C Reset: Yes

0

0.25

0.5

0.75

1

1.25

1.5

1.75

2

 %

06:39:20 AM 06:39:55 AM 06:40:31 AM 06:41:07 AM 06:41:43 AM 06:42:18 AM 06:42:54 AM 06:43:30 AM 06:44:06 AM 06:44:42 AM

CONDUCTIVITY

SP-792-21

0

20

40

60

80

100

120

140

 g
p

m

06:39:20 AM 06:39:55 AM 06:40:31 AM 06:41:07 AM 06:41:43 AM 06:42:18 AM 06:42:54 AM 06:43:30 AM 06:44:06 AM 06:44:42 AM

FLOW RATE

0

25

50

75

100

125

150

175

°C

06:39:20 AM 06:39:55 AM 06:40:31 AM 06:41:07 AM 06:41:43 AM 06:42:18 AM 06:42:54 AM 06:43:30 AM 06:44:06 AM 06:44:42 AM

RETURN TEMPERATURE

Generated on: 03/02/2015 07:45:47

CIP SUMMARY

Min Max Avg Std Dev.

Conductivity (%) 1.41 1.72 1.59 0.12

Flow (gpm) 86.26 159.62 115.39 28.39

Return Temp. (°C) 29.99 199.54 177.21 38.37


